W/ROLL LEAD FLASHING 1° MIN. DOWN INTO PIPE
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SPECIFIED MODIFIED MEMBRANE FLASHING
12” MIN. ON FIELD

FLASHING PLY 8" MIN. AS RECOMMENDED BY THE
MEMBRANE MANUFACTURER
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SPEC. FELTS MEMBRANE MFGR.
SET LEAD FLANGE IN MASTIC
PRIME FLANGE BEFORE STRIPPING

SPECIFIED BASE LAYER OF INSULATION
STAGGER ALL JOINTS

ALL PLIES SET IN MODIFIED COLD ADHESIVE
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